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APEX ELITE LINE ACADEMY
PRE-ENGINEERED METAL BUILDING - ELECTRICAL LINEMAN TRAINING

PARCEL: 09S40E07D00408 - BAKER CITY, OREGON 97814

INDEX
OWNER'S REPRESENTATIVE
LANDWISE, LLC
CONTACT: ANGIE SULLIVAN
EMAIL: angie@landwise.pro
PHONE: 509.316.8140

ARCHITECT:
WHL ARCHITECTURE, PPLC.
CONTACT: ED LUEBBEN
PHONE: 509.520.6099
EMAIL: whlarchitect@gmail.com
ADDRESS: 1814 HUNT AVE

RICHLAND, WA 99354

ARCHITECTURAL DESIGN TEAM:
DRAFTCO DESIGNS, LLC.
CONTACT: MILENKO KULASEVIC
PHONE: 509.251.5939
EMAIL: milenko@draftcodesigns.com
ADDRESS: 8458 W GAGE BLVD. SUITE A

KENNEWICK, WA 99336

CIVIL ENGINEER:
ACH ENGINEERING P.S.
CONTACT: AARON C. HOEFT
PHONE: 509.386.3072
EMAIL: aaron.c.hoeft@gmail.com
ADDRESS: 2404 STATELINE ROAD

WALLA WALLA, WA 99362

M.E.P. ENGINEER:
EXCELSIOR DESIGN
CONTACT:   MILO HIMES
PHONE:       509.627.4800
EMAIL:        mhimes@excelsior-design.com
ADDRESS:   2920 George Washington Way, Ste 204

               Richland, WA 99354

METAL BUILDING:
R&M STEEL COMPANY
Contact:     VITALY ZHELNOVAKOV
Phone:       208.454.1800
email:        projectmanagement@rmsteel.com
Address:    20595 FARMWAY RD. #580

              CALDWELL, ID 83607

Deferred Submittals:
*  CASEWORK DRAWINGS

*  LANDSCAPE DESIGN

Description of Work:
* PEMB (OFFICE & TRAINING CENTER)

PROJECT CONSULTANTS 

CITY STAMP

VICINITY MAP

1. ALL WORK SHALL BE IN ACCORDANCE WITH THE MOST CURRENT EDITION OF THE OREGON CODES AND
THE CITY OF BAKER CITY JURISDICTION REQUIREMENTS.

2. DEFERRED SUBMITTALS: FOLLOWING SERVICES ARE DESIGN-BUILD. CONTRACTOR SHALL SUBMIT
REQUIRED DESIGN AND DRAWINGS TO THE CITY: LANDSCAPE DESIGN.

3. CONTRACTOR IS RESPONSIBLE FOR VERIFICATION OF SITE CONDITIONS, INSTALLATION STANDARDS
AND CONSTRUCTION CONDITIONS. FIELD VERIFY ALL NECESSARY DIMENSIONS. DISCREPANCIES
BETWEEN SITE CONDITIONS AND THE CONSTRUCTION DRAWINGS SHALL BE CALLED TO THE
ATTENTION OF THE ARCHITECT. WORK DONE WITHOUT THE ARCHITECTS APPROVAL IS THE
RESPONSIBILITY OF THE CONTRACTOR.

4. DRAWINGS MAY BE REDUCED, VERIFY SCALE.

5. THE CONTRACTOR ALONE SHALL BE RESPONSIBLE FOR SAFETY.  THE CONTRACTOR SHALL PROVIDE
ADEQUATE SAFEGUARDS, SAFETY DEVICES AND PROTECTIVE EQUIPMENT, AND TAKE ANY OTHER
NEEDED ACTIONS NECESSARY TO PROTECT THE LIFE, HEALTH AND SAFETY OF THE PUBLIC AND TO
PROTECT PROPERTY IN CONNECTION WITH THE WORK COVERED BY THE CONTRACT.

6. PROVIDE ROOM SIGNAGE (PER ICC/ANSI A117.1 SECTION 703) W/ 1/2" MINIMUM SAN SERIF FONT &
BRAILLE (GRADE 2 PER ICC/ANSI A117.1 SECTION 703.5). LOCATE SIGNAGE AT 60" ABOVE FINISH FLOOR
ON THE WALL NEXT TO THE LATCH SIDE OF EACH DOOR (PER ICC/ANSI A117.1 SECTION 703), AND
ACCESSIBLE RESTROOM PICTOGRAM SIGNAGE AT EACH RESTROOM DOOR. RESTROOM SIGNS SHALL
BE WHITE ON A BLUE BACKGROUND (PER ICC/ANSI A117.1 SECTION 703).
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LIFE SAFETY PLANS1 G-001

LIFE SAFETY
PLAN, CODE, & 

GENERAL NOTES

 General Notes:  ABBREVIATIONS:

NORTH

2025 OEESC (ENERGY CODE) - SUMMARY

CLIMATE ZONE: 5

5.4.3.4 - VESTIBULES

WHERE REQUIRED (PER EXCEPTION 1): AT DOORS INTENDED AS A BUILDING ENTRANCE

SIZE: 7' DEEP MINIMUM

5.5 - BUILDING ENVELOPE INSULATION PROVIDED:

ROOF: R-25+R-8Ls / U-0.030

WALLS: R-25+R-10 c.i. / U-0.0285

UNHEATED SLABS: R-15 for 24" DEEP / F-0.520
OPAQUE SWINGING DOORS: U-0.37

NONSWINGING DOORS (GARAGE DOORS): U-0.31

ENTRANCE DOORS: U-0.63

VERTICAL FENESTRATION (FIXED): U-0.26

CODE REVIEW
2022 - OSSC CODE ANALYSIS
602.2 - CONSTRUCTION CLASSIFICATION: III-B
304.1 ADULT EDUCATION & TRAINING: B
903 - AUTOMATIC SPRINKLER SYSTEM: NOT REQUIRED
TABLE 504.3 - ALLOWABLE BUILDING HEIGHT: 55'-0"
ACTUAL BUILDING HEIGHT: 31'-3" (TOP OF SHED ROOF)
TABLE 504.4 - ALLOWABLE NUMBER OF STORIES: 3
ACTUAL NUMBER OF STORIES: 2
TABLE 506.2 –TABULAR BUILDING AREA: 19,000 SF
TABLE 506.3.3 – SEPARATION ON ALL SIDE > 30': 19000 SF x 75% =  14,250 SF
506 - TOTAL ALLOWABLE BUILDING AREA VS. ACTUAL AREA: 33,250 SF VS. 18,297 SF
508.2 - ACCESSORY OCCUPANCIES: NO
508.3 - NON-SEPARATED OCCUPANCIES: NO
TABLE 508.4 - SEPARATED OCCUPANCIES WITHIN EACH SUITE: B & S-1 = 0-HOUR
509 - INCIDENTAL USES: FURNACE ROOM WITH OVER 400K BTU/HR NO
510 - SPECIAL PROVISIONS: NO
TABLE 601 - FIRE RESISTANCE RATINGS FOR CONSTRUCTION TYPE III-B:

PRIMARY STRUCTURE: 0-HOUR
BEARING WALLS, EXTERIOR: 2-HOUR (N/A FOR PEMB)
BEARING WALLS, INTERIOR: 0-HOUR
NON-BEARING WALLS AND PARTITIONS, EXTERIOR: 0-HOUR
NON-BEARING WALLS AND PARTITIONS, INTERIOR: 0-HOUR
FLOOR CONSTRUCTION: 0-HOUR
ROOF CONSTRUCTION: 0-HOUR

TABLE 705.5 FIRE RESISTANCE RATING FOR EXTERIOR WALLS, TYPE III-B CONSTRUCTION
NORTH WALL = SEPARATION OR FRONTAGE  > 30' 0-HOUR
EAST WALL = SEPARATION OR FRONTAGE > 30' 0-HOUR
SOUTH WALL = SEPARATION OR FRONTAGE > 30' 0-HOUR
WEST WALL = SEPARATION OR FRONTAGE > 30' 0-HOUR

716 - OPENING PROTECTIVES: NOT REQUIRED
907 - FIRE ALARM: NOT REQUIRED

TABLE 1004.5 – OCCUPANT LOAD:
FIRST FLOOR:

TRAINING (SHOP): 5900 SF/50 = 118
CLASSROOM: 1516 SF/20 =  76
OFFICE AREA: 3124 SF/150 =  21
CONFERENCE ROOM: 320 SF/15 =  22
TOTAL FIRST FLOOR OCCUPANCY = 237

SECOND FLOOR:
FINISHED AREA: STORAGE & UTILITY: 2766 SF/300 =   10

TOTAL BUILDING OCCUPANCY = 247

1005 – DOOR EGRESS WIDTH = 247 X 0.2 = 49.4” REQ’D VS. 288” PROVIDED
STAIRWAY WIDTH =  10 X 0.3 = 3” REQ’D VS. 44” PROVIDED x 2 STAIRWAYS

TABLE 1006.3.2 – EXITS REQUIRED VS. PROVIDED: 2 REQ’D VS. 7 PROVIDED
TABLE 1006.3.4(2) - 2ND STORY EXITS & TRAVEL DISTANCE: 2 REQ'D
TABLE 1011.7.3 - ENCLOSURES UNDER INTERIOR STAIRWAYS: 1-HR
TABLE 1017.2 – MAXIMUM TRAVEL DISTANCE ALLOWED VS. ACTUAL = 200’ VS. 110’
1104.4 - MULSTISTORY BUILDINGS AND FACILIITIES, EXCEPTION 1:

ACCESSIBLE ROUTE NOT REQUIRED FOR STORY NOT MORE THAN 3,000 SF
1104.5 - ELEVATORS REQUIRED NO
1105 - ACCESSIBLE ENTRY PROVIDED TO BUILDING
TABLE 2902.1 – MINIMUM NUMBER OF REQUIRED PLUMBING FIXTURES - USE "EDUCATIONAL" FACTOR:

247 / 50 = 5 W.C. AND 5 LAV REQUIRED VS. 7 W.C. AND 7 LAV PROVIDED
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TYP ADA RESTROOM PLAN3

TYP ADA RESTROOM SECTION4

ADA GRAB BAR2

HANDRAILS:

WALL SURFACE

1 1/2"

(A) GRAB BAR

1 1/2"

(B) HANDRAIL

WALL SURFACE

WALL SURFACE

(C) HANDRAIL

1 1/2"

WALL SURFACE

(D) HANDRAIL

1 1/2"

(E) HANDRAIL

1 1/2" 1 1/2"

1 1/2"
SURFACE
WALL

1 1/4"-

18
" M

IN
.

1 1/4"-
1 1/2"

1 1/2"
1 1/4"-

1 1/2"
1 1/4"-1 1/2"

1 1/4"- ACCESSORY MOUNTING HEIGHTS FOR ACCESSIBILITY
CONTRACTOR SHALL COMPLY WITH LOCAL AND STATE BUILDING CODES FOR MOUNTED CONTROLS AND FIXTURES.
REFER TO CURRENT ICC/ANSI A117.1 CODES FOR MOUNTING HEIGHTS.

GENERAL NOTES
1. ALL OPERATING MECHANISMS OF ACCESSIBLE FIXTURES FOR PEOPLE WITH DISABILITIES SHALL BE MOUNTED AS
SHOWN IN COMPLIANCE WITH CURRENT ICC/ANSI A117.1 CODES.
2. PROVIDE THE INTERNATIONAL SYMBOL OF ACCESSIBILITY, WITH BRAILLE AT ALL STAIRS, RESTROOMS, AND LEGAL
HANDICAP EXITS.  THE SIGN SHALL BE MOUNTED 48" MINIMUM AND 60" MAXIMUM ABOVE THE FINISHED FLOOR TO THE
BASELINE OF THE BRAILLE CELLS ON THE LATCH SIDE OF THE DOOR AND ALONG SIDE THE DOOR PER ICC/ANSI
A117.1 CHAPTER 7. SEE THE DIAGRAM BELOW FOR MORE INFORMATION.
3.  SEE ENLARGED PLANS FOR DIMENSIONS FOR ACCESSIBLE TOILET COMPARTMENTS.

TOILET NOTE 1: TOILET MOUNTING HEIGHTS
17" MINIMUM TO 19" MAXIMUM STANDARD
TO TOP OF SEAT FOR ACCESSIBILITY

URINAL NOTE 2: URINAL MOUNTING HEIGHTS
24" STANDARD TO RIM
17" MAXIMUM TO RIM FOR ACCESSIBILITY

59" FLOOR MOUNT
56"  WALL MOUNT
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CONTROL
LOCATION

MISCELLANEOUS FIXTURES NOTE 3: DRINKING FOUNTAIN HEIGHTS
STANDARD - 38" MIN. TO 43" MAX. TO SPOUT OUTLET
ACCESSIBLE - 36" MAX. TO SPOUT OUTLET

TY
P.
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AX

PAPER
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DISPENSER
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SOAP
DISPENSER
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CONTROLS, SWITCHES,
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TY
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AX
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2"

FIRE ALARM,
STROBE &
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60
"
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MARKER /
TACK BOARD

TO OPERABLE DEVICE FLOOR LINE

DOOR CLEARANCES
(NOTE 4)
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)
(N
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TE
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)

(U.N.O.) (NOTE 4)5" TYP.

NOTE 4: DOOR MINIMUM PARALLEL CLEARANCES BEYOND DOOR LATCH
12" DIRECT OR HINGE SIDE APPROACH, PUSH SIDE
18" DIRECT APPROACH, PULL SIDE
24" LATCH SIDE APPROACH
36" HINGE SIDE APPROACH, PULL SIDE WITH MINIMUM 60" PERPENDICULAR CLEARANCE
42" HINGE SIDE APPROACH, PULL SIDE WITH MINIMUM 54" PERPENDICULAR CLEARANCE

(SEE HARDWARE SCHEDULE FOR CLOSER AND LATCHES)

NOTE 5: DOOR MINIMUM CLEARANCES PERPENDICULAR TO DOORWAY
42" HINGE OR LATCH SIDE APPROACH, PUSH SIDE
48" HINGE OR LATCH SIDE APPROACH, PUSH SIDE WITH LATCH AND CLOSER
48" DIRECT APPROACH, PUSH SIDE
48" LATCH SIDE APPROACH, PULL SIDE
54" LATCH SIDE APPROACH, PULL SIDE WITH LATCH AND CLOSER
54" HINGE SIDE APPROACH, PULL SIDE (SEE NOTE 4)
60" HINGE SIDE APPROACH, PULL SIDE (SEE NOTE 4) WITH LATCH AND CLOSER
60" DIRECT APPROACH, PULL SIDE

DOOR
PLAN

DOOR HARDWARE
DOOR HANDLES, PULLS, LATCHES, LOCKS AND OTHER OPERABLE PARTS SHALL MEET MINIMUM REQUIREMENTS
OF ICC/ANSI A117.1.  OPERABLE PARTS SHALL BE 34" MIN AND 48" MAXIMUM ABOVE FINISHED FLOOR.
DOOR HARDWARE SHALL BE OPERABLE WITH CLOSED FIST OR LOOSE GRIP (LEVER STYLE).

SIGNAGE: PROVIDE SIGNS WITH THE INTERNATIONAL SYMBOL OF ACCESSIBILITY, WITH BRAILLE AT ALL
STAIRS, RESTROOMS, AND LEGAL HANDICAP EXITS. THE SIGN SHALL BE MOUNTED 48" MINIMUM AND 60" MAXIMUM
ABOVE THE FINISHED FLOOR TO THE BASELINE OF THE BRAILLE CELLS ON THE LATCH SIDE OF THE DOOR AND
ALONG SIDE THE DOOR PER ICC/ANSI A117.1 CHAPTER 7.

LOCATION: WHERE A TACTILE SIGN IS PROVIDED AT DOUBLE DOORS WITH ONE ACTIVE LEAF, THE SIGN SHALL
BE LOCATED ON THE INACTIVE LEAF. WHERE A TACTILE SIGN IS PROVIDED AT DOUBLE DOORS WITH TWO ACTIVE
LEAFS, THE SIGN SHALL BE LOCATED TO THE RIGHT OF THE RIGHT HAND DOOR. WHERE THERE IS NO WALL
SPACE AT THE LATCH SIDE OF A SINGLE DOOR OR AT THE RIGHT SIDE OF DOUBLE DOORS, SIGNS SHALL BE
LOCATED ON THE NEAREST ADJACENT WALL. SIGNS CONTAINING TACTILE CHARACTERS SHALL BE LOCATED SO
THAT A CLEAR FLOOR SPACE OF 18 INCHES BY 18 INCHES MINIMUM, CENTERED ON THE TACTILE CHARACTERS.
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404.1 GENERAL DOORS, DOORWAYS, AND GATES THAT ARE PART OF AN ACCESSIBLE ROUTE SHALL COMPLY WITH 404 404.2 MANUAL DOORS, DOORWAYS, AND MANUAL GATES. MANUAL DOORS, DOORWAYS, AND MANUAL GATES INTENDED FOR USER PASSAGE SHALL COMPLY WITH 404.2 404.2.1 DOUBLE-LEAF DOORS AND GATES AT LEAST ONE OF THE ACTIVE LEAVES OF DOORWAYS WITH TWO LEAVES SHALL COMPLY WITH 404.2.2 AND 404.2.3. 404.2.2 CLEAR WIDTH DOOR OPENINGS SHALL PROVIDE A CLEAR WIDTH OF 32 INCHES (815 MM) MINIMUM CLEAR OPENINGS OF DOORWAYS WITH SWINGING DOORS SHALL BE MEASURED BETWEEN THE FACE OF THE DOOR AND THE STOP, WITH THE DOOR OPEN 90 DEGREES. OPENINGS MORE THAN 24 INCHES (610 MM) DEEP SHALL PROVIDE A CLEAR OPENING OF 36 INCHES (915 MM) MINIMUM. THERE SHALL BE NO PROJECTIONS INTO THE REQUIRED CLEAR OPENING WIDTH LOWER THAN 34 INCHES (865 MM) ABOVE THE FINISH FLOOR OR GROUND. PROJECTIONS INTO THE CLEAR OPENING WIDTH BETWEEN 34 INCHES (865 MM) AND 80 INCHES (2030 MM) ABOVE THE FINISH FLOOR OR GROUND SHALL NOT EXCEED 4 INCHES (100 MM). EXCEPTIONS: 1. IN ALTERATIONS, A PROJECTION OF   INCH (16 MM) MAXIMUM INTO THE REQUIRED 58 INCH (16 MM) MAXIMUM INTO THE REQUIRED CLEAR WIDTH SHALL BE PERMITTED FOR THE LATCH SIDE STOP.  2. DOOR CLOSERS AND DOOR STOPS SHALL BE PERMITTED TO BE 78 INCHES (1980 MM) MINIMUM ABOVE THE FINISH FLOOR OR GROUND. 404.2.3 MANEUVERING CLEARANCES. MINIMUM MANEUVERING CLEARANCES AT DOORS AND GATES SHALL COMPLY WITH 404.2.3. MANEUVERING CLEARANCES SHALL EXTEND THE FULL WIDTH OF THE DOORWAY AND THE REQUIRED LATCH SIDE OR HINGE SIDE CLEARANCE. 404.2.3.2 SWINGING DOORS. SWINGING DOORS SHALL HAVE MANEUVERING CLEARANCES COMPLYING WITH TABLE 404.2.3.4 DOORWAYS WITHOUT DOORS OR GATES, SLIDING DOORS, AND FOLDING DOORS. DOORWAYS LESS THAN 36 INCHES (915 MM) WIDE WITHOUT DOORS OR GATES, SLIDING DOORS, OR FOLDING DOORS SHALL HAVE MANEUVERING CLEARANCES COMPLYING WITH TABLE 404.2.3.4. 404.2.3.5 RECESSED DOORS. WHERE ANY OBSTRUCTION WITHIN 18 INCHES OF THE LATCH SIDE OF A DOORWAY PROJECTS MORE THAN 8 INCHES BEYOND THE FACE OF THE DOOR, MEASURED PERPENDICULAR TO THE FACE OF THE DOOR, MANEUVERING CLEARANCES FOR A FORWARD APPROACH SHALL BE PROVIDED. 404.2.3.1 FLOOR SURFACE WITHIN THE MANEUVERING CLEARANCES SHALL HAVE A SLOPE NOT STEEPER THAN   AND SHALL COMPLY WITH SECTION 302. 148 AND SHALL COMPLY WITH SECTION 302. 404.2.4 THRESHOLDS. THRESHOLDS, IF PROVIDED AT DOORWAYS, SHALL BE   INCH (13 MM) HIGH 12 INCH (13 MM) HIGH MAXIMUM. RAISED THRESHOLDS AND CHANGES IN LEVEL AT DOORWAYS SHALL COMPLY WITH 302 AND 303. EXCEPTION: EXISTING OR ALTERED THRESHOLDS   INCH (19 MM) HIGH MAXIMUM IN IN HEIGHT PROVIDED 34 INCH (19 MM) HIGH MAXIMUM IN IN HEIGHT PROVIDED THAT THE THRESHOLD HAS A BEVELED EDGE ON EACH SIDE WITH A MAXIMUM SLOPE OF 1:2 FOR THE HEIGHT EXCEEDING   INCH.  14 INCH.  404.2.5 DOORS IN SERIES. THE DISTANCE BETWEEN TWO HINGED OR PIVOTED DOORS IN SERIES SHALL BE 48 INCHES (1220 MM) MINIMUM PLUS THE WIDTH OF ANY DOORS SWINGING INTO THE SPACE. THE SPACE BETWEEN THE DOORS SHALL PROVIDE A TURNING SPACE COMPLYING WITH SECTION 304. 404.2.6 DOOR HARDWARE. HANDLES, PULLS, LATCHES, LOCKS, AND OTHER OPERABLE PARTS ON ACCESSIBLE DOORS SHALL HAVE A SHAPE THAT IS EASY TO GRASP WITH ONE HAND AND DOES NOT REQUIRE TIGHT GRASPING, PINCHING, OR TWISTING OF THE WRIST TO OPERATE. OPERABLE PARTS OF SUCH HARDWARE SHALL BE 34 INCHES MINIMUM AND 48 INCHES MAXIMUM ABOVE THE FLOOR. WHERE SLIDING DOORS ARE IN THE FULLY OPEN POSITION, OPERATING HARDWARE SHALL BE EXPOSED AND USABLE FROM BOTH SIDES. EXCEPTION: LOCKS USED ONLY FOR SECURITY PURPOSES AND NOT USED FOR NORMAL OPERATION SHALL NOT BE REQUIRED TO COMPLY WITH SECTION 404.2.6. 404.2.7.1 DOOR CLOSERS. DOOR CLOSERS SHALL BE ADJUSTED SO THAT FROM AN OPEN POSITION OF 90 DEGREES, THE TIME REQUIRED TO MOVE THE DOOR TO AN OPEN POSITION OF 12 DEGREES SHALL BE 5 SECONDS MINIMUM. 404.2.7.2 SPRING HINGES. DOOR AND GATE SPRING HINGES SHALL BE ADJUSTED SO THAT FROM THE OPEN POSITION OF 70 DEGREES, THE DOOR OR GATE SHALL MOVE TO THE CLOSED POSITION IN 1.5 SECONDS MINIMUM. 404.2.8 DOOR OPENING FORCE. FIRE DOORS SHALL HAVE A MINIMUM OPENING FORCE ALLOWABLE BY THE APPROPRIATE ADMINISTRATIVE AUTHORITY. THE FORCE FOR PUSHING OR PULLING OPEN A DOOR OTHER THAN FIRE DOORS SHALL BE AS FOLLOWS: 1. INTERIOR HINGED DOORS: 5 POUNDS (22.2 N) MAXIMUM. 2. SLIDING OR FOLDING DOORS: 5 POUNDS (22.2 N) MAXIMUM. THESE FORCES DO NOT APPLY TO THE FORCE REQUIRED TO RETRACT LATCH BOLTS OR DISENGAGE OTHER DEVICES THAT HOLD THE DOOR OR GATE IN A CLOSED POSITION. 404.2.9 DOOR SURFACES. SWINGING DOOR SURFACES WITHIN 10 INCHES (255 MM) OF THE FINISH FLOOR OR GROUND MEASURED VERTICALLY SHALL HAVE A SMOOTH SURFACE ON THE PUSH SIDE EXTENDING THE FULL WIDTH OF THE DOOR OR GATE. PARTS CREATING HORIZONTAL OR VERTICAL JOINTS IN THESE SURFACES SHALL BE WITHIN   INCH (1.6 MM) OF THE SAME PLANE AS THE OTHER. CAVITIES 116 INCH (1.6 MM) OF THE SAME PLANE AS THE OTHER. CAVITIES CREATED BY ADDED KICK PLATES SHALL BE CAPPED. EXCEPTIONS: 1. SLIDING DOORS SHALL NOT BE REQUIRED TO COMPLY WITH 404.2.9. 2. TEMPERED GLASS DOORS WITHOUT STILES AND HAVING A BOTTOM RAIL OR SHOE WITH THE TOP LEADING EDGE TAPERED AT 60 DEGREES MINIMUM FROM THE HORIZONTAL SHALL NOT BE REQUIRED TO MEET THE 10 INCH (255 MM) BOTTOM SMOOTH SURFACE HEIGHT REQUIREMENT. 3. DOORS AND GATES THAT DO NOT EXTEND TO WITHIN 10 INCHES (255 MM) OF THE FINISH FLOOR OR GROUND SHALL NOT BE REQUIRED TO COMPLY WITH 404.2.9.  404.2.10 VISION LIGHTS. DOORS, AND SIDE LIGHTS ADJACENT TO DOORS CONTAINING ONE OR MORE GLAZING PANELS THAT PERMIT VIEWING THROUGH THE PANELS SHALL HAVE THE BOTTOM OF AT LEAST ONE GLAZED PANEL LOCATED 43 INCHES (1090 MM) MAXIMUM ABOVE FINISH FLOOR. EXCEPTION: VISION LIGHTS WITH THE LOWEST PART MORE THAN 66 INCHES (1675 MM) FROM THE FINISH FLOOR OR GROUND SHALL NOT BE REQUIRED TO COMPLY WITH 404.2.10. 404.3 AUTOMATIC AND POWER-ASSISTED DOORS AND GATES. AUTOMATIC DOORS AND AUTOMATIC GATES SHALL COMPLY WITH 404.3. FULL-POWERED AUTOMATIC DOORS SHALL COMPLY WITH ANSI/BHMA A156.10 LISTED IN SECTION 105.2.4. LOW-ENERGY AND POWER-ASSISTED DOORS SHALL COMPLY WITH ANSI/BHMA A156.19 LISTED IN SECTION 105.2.3. 404.3.1 CLEAR WIDTH. DOORWAYS SHALL PROVIDE A CLEAR OPENING OF 32 INCHES (815 MM) MINIMUM IN POWER-ON AND POWER-OFF MODE. THE MINIMUM CLEAR WIDTH FOR AUTOMATIC DOOR SYSTEMS IN A DOORWAY SHALL BE BASED ON THE CLEAR OPENING PROVIDED BY ALL LEAVES IN THE OPEN POSITION. 404.3.2 MANEUVERING CLEARANCE. CLEARANCES AT POWER-ASSISTED DOORS AND GATES SHALL COMPLY WITH 404.2.3. 404.3.3 THRESHOLDS. THRESHOLDS AND CHANGES IN LEVEL AT DOORWAYS SHALL COMPLY WITH 404.2.4. 404.3.4 DOORS IN SERIES AND GATES IN SERIES. DOORS IN SERIES AND GATES IN SERIES SHALL COMPLY WITH 404.2.5. 404.3.5 CONTROLS. MANUALLY OPERATED CONTROLS SHALL COMPLY WITH 309. THE CLEAR FLOOR SPACE ADJACENT TO THE CONTROL SHALL BE LOCATED BEYOND THE ARC OF THE DOOR SWING.
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Need details for the 
Pole Hole - 3x6
Metal Culvert
Fill with 3/4-inch minus crushed rock
Flush with concrete

add urinals (5)
delete sinks/lavs
stalls as necessary
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Northern Ash Black

Metal Awnings 
by General Contractor
... need shop drawings before installation
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LIQUID APPLIED AIR BARRIER
MEMBRANE OVER SHEATHING
AND PENETRATION

3"
MIN

AIR BARRIER TRANSITION
MEMBRANE PLACED OVER
CONTINUOUS LAYER OF
CONTACT ADHESIVE PER
MANUF STANDARD DETAIL

TOOLED BEAD OF MANUF
APPROVED SEALANT BEAD

MANUF APPROVED SEALANT

TYP. SERIES MOUNTING HOLES
DIAGRAM - FRONT VIEW
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SECTION A-A

PLAN VIEW

ELEVATION VIEW
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